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clean out
repairs
Replaced
2/13/2018 116 W. Buffalo 4" Cap Replaced Broken Cap 2/13/2018
Replaced
3/7/2018 1645 s village In 4" Cap Replaced Missing Cap 3/7/2018
Replaced
3/12/2018 | 1720 N Parkridge 4" Cap Replaced Missing Cap 3/12/2018
Replaced
3/21/2018 | 2212 S Morrisville 4" Cap Replaced Missing Cap 3/21/2018
Replaced
5/23/2018 145 N Hartford 4" Cap Replaced Broken Cap 5/23/2018
Replaced
7/17/2018 1226 S Carl 4" Cap Replaced Missing Cap 7/17/2018
Replaced
7/23/2018 1505 S Oakland 4" Cap Replaced Missing Cap 7/23/2018
Replaced
7/24/2018 1211 S Birum 4" Cap Replaced Broken Cap 7/24/2018
Replaced
7/31/2018 1817 S Village 4" Cap Replaced Broken Cap 7/31/2018
Replaced
8/2/2018 707 S Clark 4" Cap Replaced Missing Cap 8/2/2018
Replaced
8/3/2018 1111 S Carl 4" Stand Pipe Replaced Broke Stand Pipe 8/3/2018
Replaced
8/6/2018 |1741 W Northwood 4" Cap Replaced Broken Cap 8/6/2018
Replaced
8/6/2018 |1800 W Northwood 4" Cap Replaced Broken Cap 8/6/2018
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Replaced
8/7/2018 505 W Madison 4" X2 cap Replaced x2 Missing Cap 8/7/2018
Replaced
8/8/2018 355 W South 4" Cap Replaced Missing Cap 8/8/2018
Replaced
8/13/2018 | 2104 S Hedgewood 4" Cap Replaced Missing Cap 8/13/2018
Replaced
8/13/2018 | 2007 S Hedgewood 4" Cap Replaced Broken Cap 8/13/2018
Replaced
8/13/2018 | 1923 S Hedgewood 4" Cap Replaced Broken Cap 8/13/2018
Replaced
8/16/2018 905 E Drake 4" Cap Replaced Broken Cap 8/16/2018
Replaced
8/23/2018 604 N Claude 4" Cap Replaced Broken Cap 8/23/2018
Replaced
9/11/2018 403 w Colgate 4" Cap Replaced Missing Cap 9/11/2018
Replaced
9/11/2018 134 W South 4" Cap Replaced Missing Cap 9/11/2018
Replaced
9/17/2018 304 S McColm 4" Cap Replaced Broken Cap 9/17/2018
Replaced
9/26/2018 115 W lvory 4" Stand Pipe Replaced Broke Stand Pipe 9/26/2018
Replaced
9/26/2018 620 N Pike 4" Cap Replaced Broken Cap 9/26/2018
Replaced
9/26/2018 522 N Claude 4" Stand Pipe Replaced Broke Stand Pipe 9/26/2018
Replaced
9/26/2018 512 N Claude 4" Cap Replaced Broken Cap 9/26/2018
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Replaced
9/27/2018 | 1021 W. Broadway 4" cap Replaced Missing Cap 9/27/2018
Replaced
10/2/2018 624 S. Boston 4" Cap Replaced Missing Cap 10/2/2018
Replaced
10/23/2018 | 2028 W. Broadway 4" Cap Replaced Missing Cap 10/23/2018
Replaced
10/24/2018 624 S Missouri 4" Cap Replaced Broken Cap 10/24/2018
Replaced
11/19/2018 | 816 N. Chicago pl 4" Cap Replaced Missing Cap 11/19/2018
Replaced
11/29/2018 620 S. Oakland 4" Cap Replaced Missing Cap 11/29/2018
remove septic tank pulmbed
11/1/2018 | 4751s129thrd 4" direct 11/1/2018
remove septic tank pulmbed
11/6/2018 4754 s 129th rd 4" direct 11/6/2018
remove septic tank pulmbed
11/6/2018 4760 s 129th rd 4" direct 11/6/2018
remove septic tank pulmbed
11/6/2018 4765 s 129th rd 4" direct 11/6/2018
remove septic tank pulmbed
11/8/2018 4751 s 130th rd 4" direct 11/8/2018
remove septic tank pulmbed
11/8/2018 4757 s 130th rd 4" direct 11/8/2018
remove septic tank pulmbed
11/28/2018 | 4755 s 129th rd 4" direct 11/28/2018
remove septic tank pulmbed
11/28/2018 | 4764 s 130th rd 4" direct 11/28/2018
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remove septic tank pulmbed
12/4/2018 4744 s 131th rd 4" direct 12/4/2018
remove septic tank pulmbed
12/4/2018 4742 s 131th rd 4" direct 12/4/2018
remove septic tank pulmbed
12/5/2018 1316 e 476th rd 4" direct 12/5/2018
remove septic tank pulmbed
12/5/2018 1314 e 476th rd 4" direct 12/5/2018
remove septic tank pulmbed
12/5/2018 1318 e 476th rd 4" direct 12/5/2018
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600 block of s G5-mh-| G5-MH- replaced G5-MH-290, 20 feet of
9/17/2018 boston st X 340 290 8in 20 feet fair | GOOD pipe and 3 taps 9/18/2018
G5-mh-|G5-mh- replaced G5-mh-362 and 75 feet
10/1/2018 | simmit and main X 335 362 8in 75feet fair | GOOD of pipe 1 tap 10/3/2018
replaced 8 feet of 8in pvc and
remove one tap and
disconnected 2 old tap cap
under ground found lost
H7-mh- |H7-mh- manhole to the west of h7-mh-
12/10/2018 | behide walgreen X 025 020 8in 8 feet GOOD | GOOD 025 and raised it 2 feet 12/10/2018
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